
PROPANE TANK INSTALLATIONS 

Building Permit Submittal Requirements: 

1. Plan Submittal Permit Application- include tank capacity (size of tank)

2. Site Plan

3. Construction details including foundation structure, method of attachment, plumbing,

mechanical, electrical and any special design features.

4. Manufacturer’s installation instructions and calculations.

Permit Fees 

Misc. Plan Check....................$149.50 (65% of inspection fees)  
Plumbing 2 Inspections......... $230.00 
Fire Plan Check Fee................$207.00 (plan review and inspection) 
Building Standards SB 1473...$1.00 
TOTAL..................................$572.60 (+ $29 if Business License is Required) 
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 >500 gal requires an Operational Permit from Fire Dept. (Not Common in Group R-3 Occupancies)
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                CFC Sec. 105.6.28 LP-gas.An operational permit is required for: 1.  Storage and use of LP-gas.EXCEPTION:  A permit is not required for individual containers with a 500-gallon water capacity or less or multiple container systems having an aggregate quantity not exceeding 500 gallons serving occupancies in Group R-3




